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CABLETRAY SUPPORT DETAIL-
SEE DETAIL 4 ON DWG
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.7 7= TANK LIGHTING' CABLES
- (2c, £10 AWG TECK)

— TANK LEVEL SIGNAL CABLE
(1 PR. #18 AWG AND TWISTED
SHIELDED TECK ARMOUR)

STANCHION FIXTURE DETAIL
SEE DETAIL 2 ON DWG
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P—-50 DIESEL
STORAGE TANK T—007
5,200,000L CAPACITY
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