NOTES: LEDGEND:
@  CONTROL RELAY OR 120VAC, 19, 60Hz
1) 120 VAC, 18, 10 AMP, 1 CONDUCTOR, 1 NEUTRAL MOTOR CONTACT COIL FROM PANEL PP-A =
1 GROUND PER PANEL
FUSES: 03— FLOAT SWITCH 100
FAST ACTING FUSES 600 VAC:
1) 10 AMPS CONTROL POWER -
2) 2 AMPS 24VDC POWER SUPPLY D Fuse 105
1FU
—(—  GENERAL APPLIANCE
110
= GROUND iss START sToP
105  HANDw  AUTD {15 115 | 116 | nz- TvA 118 IR N
115 o) O o' O a_|l_o o—o-p o0 {ot) CHLORINE EXHAUST FAN MOTOR STARTER
—Je{—  INDICATOR LIGHT 15 }_‘MSDI 16 BUILDING TEMP.
105 120 120 ™1 "7
: o
o ° MOTOR 120 n—o}
o PANEL TEMP.
105 | | Mso1 2 T T T T T 7 126 126 N
—{ = RELAY CONTACT 125 11 3 I I - CHLORINE EXHAUST FAN
SPDT 7A 250V RELAYS e swion | (RY—I L
130 A
1CR  POWER ON L MANUAL STARTER SWITcH |
- s T T TmTm T T T T 105 /TR N
& TERMINAL BLOCK 15 (o) POWER ON RELAY
*_ WIRE NUMBER ICRM“ 153 MN‘ N POWER ON LAMP
140 7FU \
105 150
[TaATl wsot 251 N
I o O——d LOUVER TRANSFORMER
145
IMSM 152 ?G‘: NI Fan on Lavp
150
155 325 CRO1700
o— o CHLORINE FAN CONTROL POWER ON TO PLC
160
165
170
175
180
185
190
195
Bl Pure Water | THE INFORMATION CONTAINED IN THIS |~ DesignBy:  GT Clent Tie CONTROLS SCHEMATIC Scale NTS
(Canada) Inc. | DRAWNG IS THE oL proPeRTY of by KD GOVERNMENT CHLORINE FAN bae  FEB 22, 2010
* : Project:
BI Pum #2, 9790 - 190th Street ANY REPRODUCTION IN PART OR WHOLE AS BU | LT - OF POTABLE WATER o 1 ‘2
WATER SiJrre BC V4N 3M9 OF THE INFORMATION HEREIN, WITHOUT TREATMENT PLANT
™ Phone}/i604) 882-6650 THE WRITTEN PERMISSION OF 02 | JUN7, 12 AS BUILT CHESTERFIELD INLET Job# 1472
o oty b 3008 BI PUREWATER (CANADA) INC., A_| FEB 22, 10| JT | ISSUED FOR REVIEW NUNAVUT — _
" rawin 3 .
http://www.bipurewater.ca IS STRICTLY PROHIBITED. Issue Date Appd Revision Description Approved o 1472-EL-102 02

7

! 6

4

3 ! 2

|




8 7 6 9) 4 3 2 1
120VAC, 10, 60Hz
FROM PANEL PP-A =
200
205
100 II 205 JUMPER
210 :l
HAND iss AUTD STTRT s
215 o o2& o o £l o_l_c &y @ EXHAUST FAN MOTOR STARTER
MS01
205 218 | |CR02a
220 o il
25 T - 226 N
225 25 | IMSM O :_ \cTCL —:226 EXHAUST FAN
| |
| &
230 /U\ j
:— MANUAL STARTER SWITCH JI
235 e ——— 245 @ POWER ON RELAY
| CRU 23 \@/ POWER ON LAMP
240 205 7FU 250 SN
[[2A]]
e IMSOI 22 :@: FAN ON LAMP
250
255
205 205 TVB 260 260 @
o— BUILDING TEMP. RELAY
00 % 02/
260 BUILDING TEMP.
205
265
120AC/24VDC
270 275 1 " e
275 280 . 280 ZzOJ-‘
275 GEN. RLIt RELAY 290‘ T
275 |1
250 choms CONTROL THERMOSTAT ACTUATIR #1
V | I |sNnfvc)cC |2
285 285 1 Ju r
] ] N € {BK 1 {BK 1
- 1.2 Jasd i o
290 1
TEMP. SENSOR G | &y
205 ACTUATIR #2 ACTUATIR #3
Bl Pure Water | THE INFORMATION CONTAINED INTHIS | % e C"e"é OVERNMENT F T FAN AND LOUVER CO - .
(Canada) Inc. DRAWING IS THE SOLE PROPERTY OF DrawnBy: KD EXHAUST FAN AND LOUVER CONTROLS |oate  JUNE 9,2010
BI Pure AR REPRODUCTION NPART ORLTHOLE POTABLE WATER e 2 o 2
#2, 9790 - 190th Street AS BU | |_T OF
OF THE INFORMATION HEREIN, WITHOUT TREATMENT PLANT
WATER Surrey, BC V4N 3M9 Job# 1472
™ Phone: (604) 882-6650 THE WRITTEN PERMISSION OF 02 JUN 7, 12 AS BUILT CHESTERF'ELD |NLET
o o boa sees BI PUREWATER (CANADA) INC., A_| FEB 22,10 JT | ISSUED FOR REVIEW NUNAVUT — _
http://www.bipurewater.ca IS STRICTLY PROHIBITED. Issue Date Appd Revision Description Approved e 1472-EL-102 02




